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FOLLOWING RESTORATION OF DRIVEWAY TO N°. 510

MONITORING WELL ON ADJACENT PROPERTY N°. 520
DISCUSSED IN PHASE 1 ENVIRONMENTAL SITE ASSESSMENT
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Light Fixture Schedule

Label Manufacturer Catalog Number Lamp Lumens
Per Lamp Wattage

A Canarm Lighting LOL279BK-HD LED 650 12

Photometric Data

Location Site

Average

0.7 fc

Maximum 3.6 fc

Minimum 0 fc

Max/Min N/A

Average/Min
N/A

Photometric Data

Location

Spill

Average

0 fc

Maximum 0 fc

Minimum 0 fc

Max/Min N/A

Average/Min
N/A
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