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KITCHEN EQUIPMENT SCHEDULE
ITEM
NO.

EQUIPMENT CATEGORY COLD
WATER
SIZE(MM)

HOT
WATER
SIZE(M
M)

FILTERE
D H2O

DIRECT
DRAIN
SIZE(M
M)

INDIR
DRAIN
SIZE(M
M)

INDIRECT
DRAIN
ROUGH-IN

GAS
SIZE(M
M)

MBTU/
H

1 12' PRODUCE COOLER 38 FFD
1 8' PRODUCE COOLER 38 FFD
4 12' SALAD COOLER 38 FFD

35 CAKE 38 FFD

36 2 DOOR BAKERY FREEZER 38 FFD

41 24' MEAT SHELF 38 FFD

44 5 DOOR DAIRY SHELVING 38 FFD

44 3 DOOR DAIRY SHELVING 38 FFD

45 5 DOOR FREEZER SHELVING 38 FFD

50 COUNTER/SINK 12 12 38

51 COOLER 25 FD

52 COOLER 25 FD

55 COUNTER/SINKS 12 12 38

60 FREEZER 38 FD

61 COOLER 38 FD
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KITCHEN EQUIPMENT SCHEDULE
ITEM
NO.

EQUIPMENT CATEGORY COLD
WATER
SIZE(MM)

HOT
WATER
SIZE(M
M)

FILTERE
D H2O

DIRECT
DRAIN
SIZE(M
M)

INDIR
DRAIN
SIZE(M
M)

INDIRECT
DRAIN
ROUGH-IN

GAS
SIZE(M
M)

MBTU/
H

8 12' DELI SELF SERVE 38 FFD
9 MEAT & CHEESE 38 FFD
10 SUB SERV 38(x2) FFD
11 HOT SRVC 38(x2) FFD

15 MEAT SLICER COUNTER/SINK 12 12 38
17a ESPRESSO MACHINE 12 25

18 COFFEE MAKER 6

23 SINK 12 12 38

24 DISHWASHER 19 19 19 16

25 COMBI 19 50 FD 19

26 FRYER 32 700

30 PROOFER 12 19 FD

31 OVEN 6 NPT YES

32 COUNTER/SINK 12 12 38

33 COOLER 38 FD

34 FREEZER 38 FD
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KITCHEN EQUIPMENT SCHEDULE
ITEM
NO.

EQUIPMENT
CATEGORY

DUCT
CONNECTI
ON
SIZE(MM)

EXHAU
ST
FLOW
(CFM)

PRESSUR
E DROP

REMARK

28a EXHAUST HOOD
(Supply) 203x279 504 0.11 SERVING 25, 26

28a
EXHAUST HOOD
(Return) 254x229 840 0.38 SERVING 25, 26

28b EXHAUST HOOD 254X178 700 0.25 SERVING 24
28c EXHAUST HOOD

(Supply) 254X152 363 0.37
SERVING 31

28c
EXHAUST HOOD
(Return) 254X152 605 0.11

SERVING 31
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